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Weaver's Landing - Overall Description

A part of the South Half of the Northwest Quarter of Section 35, Township 17 North, Range 5 East, in Vernon Township, Hancock County, Indiana being more particularly
described as follows:

Commencing at the Southwest corner of said Quarter Section, said corner being marked by a boat spike;  thence North 89 degrees 11 minutes 26 seconds East along the
South line of said Quarter Section a distance of 262.44 feet to the Southeast corner of the real estate described in Instrument Number 201702494 in the Office of the
Recorder, Hancock County, Indiana, said corner being marked by a Mag Nail with washer stamped “Banning Eng Firm 0060” (hereafter referred to as a Mag Nail) and the
POINT OF BEGINNING of this description;  thence North 00 degrees 10 minutes 21 seconds East along the East line of said real estate 166.00 feet to the Northeast
corner of said real estate, said corner being marked by a rebar with cap stamped “C2LS Firm 0035”; thence South 89 degrees 11 minutes 26 seconds West along the
North line of said real estate 262.44 feet to a point on the West line of said Quarter Section, said point being marked by a Mag Nail; thence North 00 degrees 10 minutes 21
seconds East along said West line 489.42 feet to the Southwest corner of the North Half of said Half Quarter Section, said corner being marked by a Mag Nail; thence
North 89 degrees 11 minutes 40 seconds East along the South line of the North Half of said Half Quarter Section for a distance of 228.66 feet to a rebar with cap stamped
“Banning Eng Firm 0060” (hereafter referred to as a Banning rebar);  thence North 00 degrees 10 minutes 21 seconds East parallel with the West line of said Quarter
Section a distance of 260.00 feet to a Banning rebar;  thence South 89 degrees 11 minutes 40 seconds West parallel with the South line of the North Half of said Half
Quarter Section a distance of 228.66 feet to a point on the West line of said Quarter Section, said point being marked by a Mag Nail;  thence North 00 degrees 10 minutes
21 seconds East along said West line 395.52 feet to the Northwest corner of said Half Quarter Section, said corner being marked by a Mag Nail;  thence North 89 degrees
12 minutes 37 seconds East along the North line of said Half Quarter Section a distance of 2668.86 feet to the Northeast corner of said Half Quarter Section, said corner
being marked by a Banning rebar;  thence South 00 degrees 08 minutes 17 seconds West along the East line of said Quarter Section a distance of 1310.00 feet to the
Southeast corner of said Quarter Section, said corner being marked by a railroad spike;  thence South 89 degrees 11 minutes 26 seconds West along the South line of
said Quarter Section a distance of 2407.23 feet to the place of beginning, containing 77.927 Acres, more or less.

Weaver's Landing - Section 2 Description

Part of the South Half of the Northwest Quarter of Section 35, Township 17 North, Range 5 East of the Second Principal Meridian in Hancock County, Indiana, being a part of that land shown on the plat of the ALTA/NSPS Land Title Survey of said land certified by Brian L.
Haggard, PS #LS29800001 on June 12, 2018 as Banning Engineering's project number 18003 (all references to monuments and courses herein are as shown on said plat of survey) described as follows:

North Tract
Commencing at a mag nail with washer stamped “Banning Eng. Firm #0060” marking the northwest corner of said South Half; thence North 89 degrees 12 minutes 37 seconds East along the north line of said South Half and the north line of Weaver's Landing, Section 1, per
plat thereof recorded in Instrument Number __________________________ in the Office of the Recorder of Hancock County, Indiana 1470.41 feet to the northeast corner of said Weaver's Landing, Section 1 and the POINT OF BEGINNING; thence continue North 89 degrees
12 minutes 37 seconds East along the north line of said South Half 1,198.45 feet to the northeast corner of said South Half; thence South 00 degrees 08 minutes 17 seconds West along the east line of said South Half 415.88 feet; thence South 89 degrees 11 minutes 26
seconds West 627.68 feet; thence North 00 degrees 48 minutes 34 seconds West 9.00 feet; thence South 89 degrees 11 minutes 26 seconds West 130.00 feet; thence South 00 degrees 48 minutes 34 seconds East 185.00 feet; thence South 89 degrees 11 minutes 26
seconds West 319.83 feet; thence North 86 degrees 28 minutes 01 second West 53.55 feet; thence North 69 degrees 06 minutes 47 seconds West 55.38 feet; thence North 66 degrees 38 minutes 12 seconds West 65.00 feet to the easterly line of said Weaver's Landing,
Section 1; thence the following nine (9) calls along said easterly line: 1) North 23 degrees 21 minutes 48 seconds East 10.28 feet; 2) North 69 degrees 30 minutes 21 seconds West 130.76 feet to the beginning of a non-tangent curve to the left having a radius of 477.00 feet
and a central angle of 06 degrees 41 minutes 15 seconds, the radius point of which bears North 69 degrees 30 minutes 21 seconds West; 3) northeasterly along the arc of said curve 55.68 feet to a point which bears South 76 degrees 11 minutes 36 seconds East from said
radius point; 4) South 76 degrees 11 minutes 36 seconds East 130.00 feet; 5) North 10 degrees 22 minutes 57 seconds East 72.51 feet; 6) North 03 degrees 35 minutes 37 seconds East 72.51 feet; 7) North 00 degrees 47 minutes 23 seconds West 136.65 feet; 8) North 89
degrees 12 minutes 37 seconds East 5.00 feet; 9) North 00 degrees 47 minutes 23 seconds West 184.00 feet to the POINT OF BEGINNING, containing 13.439 acres, more or less.

South Tract
Commencing at a boat spike marking the southwest corner of said Northwest Quarter; thence North 89 degrees 11 minutes 26 seconds East along the south line thereof 262.44 feet to a mag nail with washer stamped “Banning Eng. Firm #0060” marking the southeast corner
of the land of Klapak as described in Instrument Number 201702494 in said recorder's office and the POINT OF BEGINNING; thence North 00 degrees 10 minutes 21 seconds East along the east line of said land of Klapak 166.00 feet to a 5/8 inch rebar with cap stamped
“C2LS Firm 0035” marking the southeast corner of Common Area “A” in said Weaver's Landing, Section 1; thence the following twenty-four (24) calls along the southerly lines of said Weaver's Landing, Section 1: 1) North 42 degrees 52 minutes 09 seconds East 200.23 feet;
2) North 38 degrees 56 minutes 11 seconds West 77.80 feet; 3) North 28 degrees 05 minutes 56 seconds West 94.83 feet; 4) North 67 degrees 51 minutes 25 seconds East 130.00 feet to the beginning of a non-tangent curve to the left having a radius of 327.00 feet and a
central angle of 00 degrees 17 minutes 36 seconds, the radius point of which bears North 67 degrees 51 minutes 25 seconds East; 5) southeasterly along the arc of said curve 1.67 feet to a point which bears South 67 degrees 33 minutes 49 seconds West from said radius
point; 6) North 67 degrees 33 minutes 49 seconds East 184.00 feet; 7) North 12 degrees 31 minutes 52 seconds West 49.20 feet; 8) North 00 degrees 01 minute 16 seconds East 64.57 feet; 9) South 89 degrees 12 minutes 37 seconds West 53.25 feet; 10) North 00 degrees
47 minutes 23 seconds West 130.00 feet; 11) North 89 degrees 12 minutes 37 seconds East 5.27 feet; 12) North 00 degrees 47 minutes 23 seconds West 184.00 feet; 13) North 89 degrees 12 minutes 37 seconds East 395.41 feet; 14) South 12 degrees 06 minutes 24
seconds West 2.86 feet; 15) South 66 degrees 38 minutes 12 seconds East 201.80 feet; 16) South 23 degrees 21 minutes 48 seconds West 184.00 feet; 17) South 66 degrees 38 minutes 12 seconds East 32.42 feet; 18) South 23 degrees 21 minutes 48 seconds West 109.86
feet; 19) South 21 degrees 55 minutes 43 seconds West 30.39 feet; 20) South 17 degrees 04 minutes 12 seconds West 72.51 feet; 21) South 10 degrees 13 minutes 19 seconds West 72.51 feet; 22) South 83 degrees 12 minutes 07 seconds East 130.00 feet to the beginning
of a non-tangent curve to the left having a radius of 477.00 feet and a central angle of 04 degrees 51 minutes 09 seconds, the radius point of which bears South 83 degrees 12 minutes 07 seconds East; 23) southerly along the arc of said curve 40.40 feet to a point which bears
North 88 degrees 03 minutes 16 seconds West from said radius point; 24) North 89 degrees 11 minutes 26 seconds East 258.45 feet; thence South 00 degrees 48 minutes 34 seconds East 130.00 feet; thence North 89 degrees 11 minutes 26 seconds East 29.57 feet; thence
South 00 degrees 48 minutes 34 seconds East 274.00 feet to the south line of said Northwest Quarter; thence South 89 degrees 11 minutes 26 seconds West along said south line 1,138.90 feet to the POINT OF BEGINNING, containing 17.258 acres, more or less.
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GRADING DESIGN CONCEPT NOTES

1. THE INTENT OF THE DIRTWORK FOR THIS PROJECT
IS TO BALANCE WITHIN ACCEPTABLE TOLERANCES.

2. STRIP 6” OF TOPSOIL BETWEEN THE BACK OF PADS AND
THE BACK OF PADS (ENCOMPASSING THE STREETS AS
WELL) AND THE POND AREAS;  ALL AREAS STRIPPED
ARE WITHIN THE CONSTRUCTION LIMITS.

3. REFER TO THE CONSTRUCTION SEQUENCING ON THE
EROSION CONTROL SHEETS FOR SUGGESTED ORDER
OF WORK.

4. THE EXCAVATED MATERIAL IS ASSUMED TO BE
          ACCEPTABLE FOR STRUCTURAL FILL AND WAS

CONSIDERED IN THE OVERALL BALANCE OF THE SITE.
CONTRACTOR TO VERIFY IF EXCAVATED MATERIAL IS
ACCEPTABLE STRUCTURAL FILL.

5. MASS GRADE THE SITE AS SHOWN ON PLAN
          ALLOWING FOR BUILDING AND PAVEMENT MATERIAL

QUANTITY DEPTHS.  ALL OPEN GRASS AREAS
(EXCLUDING PADS) ARE TO RECEIVE 6” OF TOPSOIL
REPLACEMENT.

6. REFER TO EROSION CONTROL PLAN SHEETS C400-C402,
AND C400 FOR CONSTRUCTION LIMITS.

MFF
MLAG

SEE SHEET C111 FOR
GRADING PLAN GENERAL
NOTES & DETAILS.

SEE SHEET C200 FOR
CURB ISLAND AND
ENTRANCE DETAIL

SEE SHEET C205 ENTRANCE
DETAIL FOR ADDITIONAL GRADING

POND FOUNTAIN
(BY OTHERS)

NOTE:  ANY TREE REMOVAL
SHALL BE APPROVED BY
THE DEVELOPER PRIOR TO
CONSTRUCTION.

SPECIAL GRADING NOTE:
PRELIMINARY "ROUGH" GRADING OF BUILDING PADS AND
ROADWAY SUBGRADES IN SOME OF THE FUTURE
SECTIONS SHALL BE COMPLETED DURING THE
CONSTRUCTION OF SECTION 1 TO DISPENSE EXCESS
SOIL. THE FINISHED SURFACE IN THE PRELIMINARY
AREAS SHALL BE SEEDED, AND SHALL BE VOID OF
NARROW CHANNELS, DEPRESSIONS AREAS SHALL NOT
BE OBSTRUCTED, AND DRAINAGE PATTERNS SHALL
GENERALLY MATCH EXISTING. SEE EROSION CONTROL
PLAN SHEETS C400-C402.

NOTE; SIDEYARD LOT GRADES, AS SHOWN HEREON,
SHALL BE ESTABLISHED AT TIME OF PLOT PLAN AND
BUILDING CONSTRUCTION TO MAINTAIN POSITIVE
FLOW AWAY FROM THE STRUCTURE PER PAD GRADE.
SIDEYARD GRADES ON LOT LINES WITH FLOOD
ROUTING SHOWN SHALL BE ESTABLISHED AT TIME OF
SITE DEVELOPMENT.

SUBSURFACE DRAIN IS SHOWN OFFSET FROM THE FLOWLINE FOR
CLARIFICATION;  LOCATION IS DIRECTLY UNDER THE FLOWLINE WHEN
SUBSURFACE DRAIN ELEVATION IS 2 FEET BELOW THE DITCH GRADE
("TYPICAL LOCATION");  WHEN SUBSURFACE DRAIN IS SHOWN LESS
THAN 2 FEET BELOW THE DITCH GRADE, THE SUBSURFACE DRAIN
SHALL BE PHYSICALLY OFFSET AWAY FROM THE DITCH FLOWLINE
(UNDER THE SIDE SLOPE) SO AS TO MAINTAIN A MINIMUM OF 18"
INCHES OF COVER

SITE NOTES:

1. ADDITIONAL MATERIAL FROM PONDS SHALL BE
PLACE ON PADS IN FUTURE SECTIONS, AS SHOWN
ENCOMPASSED IN CONSTRUCTION LIMITS ON
SHEET C400, SHEET C112, AND AS REQUIRED.

2. STRIP TOPSOIL AND STOCKPILE PRIOR TO
SPREADING ADDITIONAL MATERIAL.

3. TEMPORARY SEED ALL DISTRIBUTED AREAS IN
FUTURE SECTIONS AS REQUIRED.
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NO BASEMENTS
SHALL BE ON
LOTS 65-75

GENERAL NOTES
1. STANDARD SPECIFICATIONS

a. THE TOWN OF McCORDSVILLE SPECIFICATIONS SHALL APPLY FOR STREETS & STORM SEWERS.
b. CITIZENS ENERGY GROUP SPECIFICATIONS SHALL APPLY FOR WATERMAINS.
c. THE TOWN OF McCORDSVILLE  SPECIFICATIONS SHALL APPLY FOR SANITARY SEWERS.
d.  GAS, ELECTRIC, PHONE AND CABLE TV UTILITY COMPANIES SHALL BE CONTACTED

PRIOR TO CONSTRUCTION.
2. IT SHALL BE THE RESPONSIBILITY OF EACH CONTRACTOR TO VERIFY EXISTING UTILITY LOCATIONS AND

CONDITIONS. IT SHALL ALSO BE THE CONTRACTOR'S RESPONSIBILITY TO CONTACT THE VARIOUS
UTILITIES FOR PROPER STAKING AND LOCATIONS FOR EACH PRIOR TO CONSTRUCTION.

3. ANY ERRORS OR OMISSIONS SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER PRIOR TO
CONSTRUCTION. IN THE EVENT OF THE CONTRACTOR'S FAILING TO GIVE SUCH NOTICE, THEY SHALL BE
HELD RESPONSIBLE FOR THE RESULTS OF ANY SUCH ERRORS OR OMISSIONS AND THE THE COST OF
RECTIFYING THE SAME.

4. ANY PARTS OF THE SANITARY OR STORM SEWER TRENCH WHICH LIES UNDER PAVED AREAS OR
WITHIN 5 FEET THEREOF SHALL BE BACK FILLED WITH GRANULAR MATERIAL AS SHOWN IN THE DETAILS.

5. ALL CONSTRUCTION ACTIVITY ON THIS SITE SHALL BE PERFORMED IN COMPLIANCE WITH OSHA
STANDARDS.

6. RIP-RAP IS REQUIRED ON ALL END SECTIONS OUTFALL PIPES. SEE EROSION AND SEDIMENT
CONTROL PLAN  FOR EXACT SIZE AND LOCATION.

7. CONTRACTOR TO STOCKPILE TOPSOIL AT THE LOCATION SHOWN ON THE PLANS.

POND FOUNTAIN
(BY OTHERS)

PROPOSED SAFETY
RAMP LOCATION 6:1
MAXIMUM SLOPE
(PER TOWN
STANDARDS)

NP = 849.0
100 YR. = 853.3

POND EMERGENCY
OVERFLOW WEIR SECTION A-A

NO SCALE

POND 3 N.P. = 849.0

MIN. TOP OF BANK:
POND 3 = 854.9

CREST ELEV.:
POND 3 = 853.9

4:1

MAX.
4:1MAX.

FUTURE 5'
MULCH
PATHWAY

FUTURE
PATHWAY

MATCH EXISTING AT
PROPERTY LINES
(TYPICAL)

EXISTING AUSTIN

TRACE SECTION 3

8. IN ANY AREA OF CONSTRUCTION WHERE FIELD TILES CROSS THE PROPOSED HOUSE PAD, TILES SHALL
BE REMOVED AND BACK FILLED. ALL FIELD TILES INTERCEPTED SHALL BE PERPETUATED INTO THE
STORM SEWER SYSTEM OR LAKES. THE CONTRACTOR SHALL NOTIFY THE ENGINEER IN ANY
CIRCUMSTANCE WHERE THIS CANNOT BE ACCOMPLISHED.

9. ALL FILL AREAS SHALL BE COMPACTED TO MEET THE DENSITY OF THE SPECIFICATION SHEET OR DETAIL.
10. DECORATIVE SIGNS, SPRINKLER SYSTEMS, TREES, LANDSCAPING MOUNDS, OR OTHER SUCH AMENITIES

ARE NOT PERMITTED IN THE STREET RIGHT-OF-WAY UNLESS APPROVED BY THE TOWN OF McCORDSVILLE.
11. ALL STREETS SHALL HAVE A PIPE UNDERDRAIN INSTALLED PER THE TOWN OF McCORDSVILLE DETAILS.
12. ALL SWALES SHALL INCLUDE UNDERDRAIN PIPE PER THE TOWN OF McCORDSVILLE STANDARDS.
13. ALL ACCESSIBLE HANDICAP PATHWAYS, SIDEWALKS AND DRIVE CROSSINGS SHALL NOT EXCEED 5%

RUNNING SLOPE AND 2% CROSS SLOPE OR THE LATEST REQUIREMENTS OF THE AMERICANS WITH
DISABILITIES ACT (ADA).  HANDICAP RAMPS SHALL NOT EXCEED 1/12 SLOPE AND 2% CROSS SLOPE OR
THE LATEST REQUIREMENTS OF THE AMERICANS WITH DISABILITIES ACT (ADA).

14. THE CONTRACTOR SHALL NOTIFY THE TOWN OF McCORDSVILLE AT LEAST 72 HOURS PRIOR TO ANY BONDED
OR BANK CREDIT LETTER SITE IMPROVEMENTS ARE INSTALLED.  A PRE-CONSTRUCTION MEETING SHALL
BE SET UP WITH THE TOWN, CONTRACTOR, ENGINEER & DEVELOPER PRIOR TO ANY CONSTRUCTION.

SEE SHEET C112 FOR CONTINUATION

NOTE:  ANY TREE REMOVAL
SHALL BE APPROVED BY
THE DEVELOPER PRIOR TO
CONSTRUCTION.EXISTING AUSTIN

TRACE SECTION 3

NATURAL DRAINAGE;
(DO NOT DISTURB)

NATURAL DRAINAGE;
(DO NOT DISTURB)

A
C111

A
C111

EXISTING SANITARY
MANHOLE (TO BE
PROTECTED)

NO SCALE

3:1 MAX.3:1 MAX.
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M
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T 

2% MIN. SLOPE
FROM BUILDING PAD

2% MIN. SLOPE
FROM BUILDING PAD

BOTTOM WIDTH AND
ELEVATION (SEE PLANS)

100 YR STAGE
(VARIES WITHIN

EASEMENT)1'
 M

IN
.

VARIES

VARIES VARIES

TYPICAL SIDEYARD / OVERFLOW SECTION

NOTE: BOTTOM WIDTH REPRESENTS WIDTH AT HIGH POINT
(CREST) ONLY.  BOTTOM WIDTH OF SWALE UPSTREAM &
DOWNSTREAM SHALL TAPER TO WIDTH OF TYPICAL SWALE.

=   10' WIDE

=   15' WIDE
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NP = 849.0
100 YR.) ____

FUTURE
PATHWAY

CONTRACTOR TO STRIP TOPSOIL AND
SPREAD EXCESS SOIL OUT OVER THE
FUTURE SECTION AND REPLACE
TOPSOIL TO GRADES AS SHOWN.

SEE SHEET C111 FOR CONTINUATION

TEMPORARY CUL-DE-SAC;
6" OF #53 STONE (40' RAD.);
GRADE TO DRAIN

NOTE:  ANY TREE REMOVAL
SHALL BE APPROVED BY
THE DEVELOPER PRIOR TO
CONSTRUCTION.

SEE SHEET C205 FOR
ENTRANCE DETAIL

EXISTING
SAGEBROOK
SECTION 4
(UNDER CONSTR.)

SEE SHEET C111 FOR
GRADING PLAN GENERAL
NOTES & DETAILS.

EXISTING SANITARY
MANHOLE (TO BE
PROTECTED)

INSTALL TEMPORARY SWALES
NOW THROUGH DIRT SPREAD
FOR FUTURE GRADING TO
ELIMINATE POTENTIAL PONDING

TEMPORARY
OVERFLOW
SWALE

INSTALL TEMPORARY
SWALES NOW THROUGH
DIRT SPREAD FOR
FUTURE GRADING TO
ELIMINATE POTENTIAL
PONDING
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00 50' 100'

NOTES:

1. TEMPORARY TRAFFIC CONTROL DURING CONSTRUCTION
TO CONFORM TO APPLICABLE LOCAL AND STATE
STANDARDS.

2. ALL CONSTRUCTION ACTIVITY ON THIS SITE TO BE
PERFORMED IN COMPLIANCE WITH APPLICABLE O.S.H.A.
STANDARDS FOR WORKER SAFETY.

3. IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO
FIELD VERIFY ALL UTILITIES BEFORE CONSTRUCTION
BEGINS.

4. BACK OF CURB GRADES ARE NOT EQUAL TO THE
PROFILE GRADE.

5. SLOPES ACROSS CURB RAMPS SHALL BE LESS THAN 2%.

6. FOR STREET CROSS SECTIONS SEE TOWN OF
McCORDSVILLE STANDARD DETAILS SHEET 2 OF 10.

7. FOR 30' WIDE STREET (BC-BC) THE BACK OF CURB
GRADE IS 0.03' HIGHER THAN THE PROFILE GRADE.

30'
BC-BC

54' R/W

30'
BC

-BC
54' R

/WBA

A

PLAN NOTES:

SUBDIVISION 2' CONCRETE ROLL CURB AND GUTTER
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 3 OF 10.

LOCAL RESIDENTIAL STREET PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

2' COMBINED CONCRETE CURB AND GUTTER.  SEE
TOWN OF McCORDSVILLE STANDARD DETAILS SHEET
3 OF 10.

PAVEMENT PER CITY OF INDIANAPOLIS STANDARDS
SEE SHEET C206.

LOCAL ARTERIAL ROAD PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

CURB RAMP, SEE TOWN OF McCORDSVILLE STANDARD
DETAILS ON SHEET 5 OF10.
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BACKFILL
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STANDARD

TIE INTO EXISTING
CURB AND ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION

TEMPORARY CUL-DE-SAC;
GRADE TO DRAIN

TIE INTO EXISTING
CURB AND ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION
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PLAN NOTES:

SUBDIVISION 2' CONCRETE ROLL CURB AND GUTTER
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 3 OF 10.

LOCAL RESIDENTIAL STREET PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

2' COMBINED CONCRETE CURB AND GUTTER.  SEE
TOWN OF McCORDSVILLE STANDARD DETAILS SHEET
3 OF 10.

PAVEMENT PER CITY OF INDIANAPOLIS STANDARDS
SEE SHEET C206.

LOCAL ARTERIAL ROAD PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

CURB RAMP, SEE TOWN OF McCORDSVILLE STANDARD
DETAILS ON SHEET 5 OF10.
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ELEVATIONS PRIOR TO
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ELEVATIONS PRIOR TO
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TIE INTO EXISTING
CR 650 NORTH ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION

TIE INTO EXISTING
CR 650 NORTH ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION
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STA: 69+40.93
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(CONNECT TO END OF LINE 'D')
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EL: 852.30
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PLAN NOTES:

SUBDIVISION 2' CONCRETE ROLL CURB AND GUTTER
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 3 OF 10.

LOCAL RESIDENTIAL STREET PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

2' COMBINED CONCRETE CURB AND GUTTER.  SEE
TOWN OF McCORDSVILLE STANDARD DETAILS SHEET
3 OF 10.

PAVEMENT PER CITY OF INDIANAPOLIS STANDARDS
SEE SHEET C206.

LOCAL ARTERIAL ROAD PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

CURB RAMP, SEE TOWN OF McCORDSVILLE STANDARD
DETAILS ON SHEET 5 OF10.

A
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D

E

TIE INTO EXISTING
CURB AND ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION

TEMPORARY CUL-DE-SAC;
GRADE TO DRAIN

TIE INTO EXISTING
CURB AND ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION

E
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A
A

A

B

B

R25'

R25'

R25'

R25'

EXISTING TEMPORARY
CUL-DE-SAC (TO BE REMOVED)



00 20' 40'

NOTES:
1. TEMPORARY TRAFFIC CONTROL DURING CONSTRUCTION

TO CONFORM TO APPLICABLE LOCAL AND STATE
STANDARDS.

2. ALL CONSTRUCTION ACTIVITY ON THIS SITE TO BE
PERFORMED IN COMPLIANCE WITH APPLICABLE O.S.H.A.
STANDARDS FOR WORKER SAFETY.

3. IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO
FIELD VERIFY ALL UTILITIES BEFORE CONSTRUCTION
BEGINS.

4. BACK OF CURB GRADES ARE NOT EQUAL TO THE
PROFILE GRADE.

5. SLOPES ACROSS CURB RAMPS SHALL BE LESS THAN 2%.

6. FOR STREET CROSS SECTIONS SEE TOWN OF
McCORDSVILLE STANDARD DETAILS SHEET 2 OF 10.

7. FOR 30' WIDE STREET (BC-BC) THE BACK OF CURB
GRADE IS 0.03' HIGHER THAN THE PROFILE GRADE.

BEGIN CONSTRUCTION
Sta. 50+05.97 LINE 'E' 

A
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N

E 
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'

A

A

NOTE:  TC ELEVATION SHOWN IN THIS LOCATION IS FOR
TYPICAL CURB.  ACTUAL TC ELEVATION WILL BE LOWER
FOR DEPRESSED HANDICAP RAMP AT THIS POINT.  FLOW
LINE ELEVATION SHALL BE CALCULATED FROM TC SHOWN.

*
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54' R
/W

30' BC-BC

54' R/W

Sta. 52+47.00 LINE 'E'
Sta. 66+79.35 LINE 'F'

*

E
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PLAN NOTES:

SUBDIVISION 2' CONCRETE ROLL CURB AND GUTTER
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 3 OF 10.

LOCAL RESIDENTIAL STREET PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

2' COMBINED CONCRETE CURB AND GUTTER.  SEE
TOWN OF McCORDSVILLE STANDARD DETAILS SHEET
3 OF 10.

PAVEMENT PER TOWN OF McCORDSVILLE
STANDARDS

LOCAL ARTERIAL ROAD PAVEMENT SECTION.
SEE TOWN OF McCORDSVILLE STANDARD DETAILS
SHEET 2 OF 10.

CURB RAMP, SEE TOWN OF McCORDSVILLE STANDARD
DETAILS ON SHEET 5 OF10.
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A
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SEE SHEET C204 FOR
ENTRANCE PLAN AND
ADDITIONAL GRADING

TIE INTO EXISTING
CR 650 NORTH ASPHALT;
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ELEVATIONS PRIOR TO
CONSTRUCTION
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PROPOSED ENTRANCE
SIGNS (BY OTHERS)

1

PLAN NOTES LEGEND

EXISTING EDGE-OF-PAVEMENT

2 PROPOSED EDGE-OF-PAVEMENT

3

4

5

EXISTING WATER MAIN

EXISTING OVERHEAD UTILITY LINE

PROPOSED STORM SEWER

SURFACE WATER FLOW DIRECTION

EXISTING SPOT ELEVATION

PROPOSED GRADE ELEVATION

PROPOSED DITCH FLOWLINE

ADA COMPLIANT HANDICAP RAMP
REQUIRED AT THIS LOCATION

2' CHAIRBACK CURB AND GUTTER

2' ROLL CURB AND GUTTER

PAINTED 2' WIDE WHITE STOP BAR
WITH UNDERDRAIN

EXISTING STORM SEWER

EXISTING GAS MAIN

PROPOSED R/W PAVEMENT

7 4" WIDE WHITE EDGE LINE

3

3

44

EX. C.L.

EX. C.L.

PROPOSED WATER MAIN

ST

G

EX. SOUTH EDGE OF E.B. LANE

EX. NORTH EDGE OF W.B. LANE

SEE GRADING PLANS AND SIDEWALK PLAN
FOR ADDITIONAL SIDEWALK GRADING

859.79

EXISTING UNDERGROUND FIBER OPTIC

150'
140' 100' 150'

24' 18' 18'

8 4" WIDE WHITE LANE LINE

88

12
'

"Z"

"Z"

GRADE PER PLAN

2.00% MAX.

PROPOSED
STOP SIGN

9

9 "CONTINENTAL" CROSSWALK
(IN THERMOPLASTIC)

PROPOSED
STREET LIGHT

(24" WIDE, SPACED 4' APART)

TIE INTO EXISTING
CR 650 NORTH ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION
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PROPOSED 10' PATHWAY

PROPOSED 10' PATHWAY

MOUNDING MOUNDING MOUNDING
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CONTRACTOR TO COORDINATE CONSTRUCTION
WITH CONSTRUCTION OF SAGEBROOK SECTION 4
ENTRANCE AND TRAFFIC MAINTENANCE.

R40'
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R9'

EX. C.L.
EX. SOUTH EDGE OF E.B. LANE

EX. NORTH EDGE OF W.B. LANE
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TIE INTO EXISTING
CR 650 NORTH ASPHALT;
CONTRACTOR TO VERIFY
ELEVATIONS PRIOR TO
CONSTRUCTION

NOTES:
THE CONTRACTOR SHOULD REFER TO THE
GRADING SHEET PROVIDED BY THESE PLANS
FOR ADDITIONAL GRADING DETAILS ALONG
COUNTY ROAD 650 NORTH AND ADJACENT
AREAS.

CROSS-SECTION "Z"-"Z"

EXISTING PAVEMENT

10'± 10'±

2.00%

12'

WESTBOUNDEASTBOUND

PROPOSED PAVEMENT

LANE LANE

VARIES (0'-12') 2'

SECTION LINE

PR
O

PO
SE

D

3:1 MAX.

ELEVATIONS ALONG DITCH FLOWLINE
SEE PLAN FOR PROPOSED GRADE

VARIES

4:1 MAX

TURN LANE

STONE SHOULDER

DITCH
FRONT SLOPE

DITCH
BACK SLOPE

R
IG

H
T-

O
F-

W
AY

NO SCALE

VARIES

CO. RD. 650 NORTH

40'

McCORDSVILLE (LOCAL ARTERIAL)

No. 53 Compacted Stone

1"
3"

4"

NO SCALE

COMPACTED SOIL

330 lbs/SY HMA intermediate course
110 lbs/SY HMA surface course

330 lbs/SY HMA base courseVARIES

PROPOSED SANITARY SEWERS

TRAFFIC CONTROL DURING
CONSTRUCTION TO
CONFORM TO ALL LOCAL,
STATE, AND M.U.T.C.D.
STANDARDS

GENERAL NOTES
1. ALL WORK SHALL BE PERFORMED IN CONFORMANCE WITH THE SUBDIVISION

CONTROL ORDINANCE OF TOWN OF McCORDSVILLE AND ALL OTHER ORDINANCES
WHICH PERTAIN TO THIS TYPE OF WORK.

2. NO CHANGES IN OR DEPARTURE FROM THE PLANS OR SPECIFICATIONS SHALL
BE MADE WITHOUT PRIOR APPROVAL, IN WRITING, BY THE ENGINEER.

3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL FEDERAL, STATE,
AND COUNTY PERMITS, OR ANY OTHER PERMITS AS REQUIRED.

4. BEFORE CONSTRUCTION BEGINS, THE CONTRACTOR SHALL FIELD VERIFY THE
LOCATION OF ALL UTILITIES SHOWN ON THE PLANS, AND CONTACT ALL UTILITY
COMPANIES TO LOCATE ALL MAINS, CONDUITS, SERVICE LINES, ETC., IN THE
CONSTRUCTION AREA, AND SHALL PROTECT ALL SUCH UTILITIES DURING CONSTRUCTION.

5. BEFORE CONSTRUCTION BEGINS, THE CONTRACTOR SHALL NOTIFY THE OWNERS,
AND/OR THE OWNER'S ENGINEER, SO THAT AN INSPECTOR MAY BE PRESENT.

6. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO MAINTAIN QUALITY
CONTROL THROUGHOUT THE PROJECT; FAILURE TO DO SO MAY RESULT IN REMOVAL
AND REPLACEMENT OF THE DEFECTIVE WORK.

7. THE ENGINEER SHALL BE NOTIFIED OF ALL FIELD TILE LOCATED ON THE SITE
DURING CONSTRUCTION.  ALL SUCH FIELD TILE SHALL BE INCORPORATED INTO THE
STORM SEWER SYSTEM SO THAT IT REMAINS IN WORKING CONDITION.

8. ALL ACCESSIBLE HANDICAP PATHWAYS, SIDEWALKS AND DRIVE CROSSINGS SHALL
NOT EXCEED 5% RUNNING SLOPE AND 2% CROSS SLOPE OR THE LATEST REQUIREMENTS
OF THE AMERICANS WITH DISABILITIES ACT (ADA).  HANDICAP RAMPS SHALL NOT EXCEED
1/12 SLOPE AND 2% CROSS SLOPE OR THE LATEST REQUIREMENTS OF THE AMERICANS
WITH DISABILITIES ACT (ADA).

9. ALL PAVEMENT STRIPING SHALL BE IN FULL CONFORMANCE WITH THE INDIANA MANUAL
FOR UNIFORM TRAFFIC CONTROL DEVICES FOR STREETS AND HIGHWAYS (IDOH 1988).

10. TRAFFIC CONTROL DURING CONSTRUCTION TO CONFORM TO APPLICABLE LOCAL AND
STATE STANDARDS.

11. ALL CONSTRUCTION ACTIVITY ON THIS SITE TO BE PERFORMED IN COMPLIANCE WITH 
APPLICABLE O.S.H.A. STANDARDS FOR WORKER SAFETY.

12. IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO FIELD VERIFY ALL UTILITIES BEFORE
CONSTRUCTION BEGINS.

13. BACK OF CURB GRADES ARE NOT EQUAL TO THE PROFILE GRADE.
14. SLOPES ACROSS CURB RAMPS SHALL BE LESS THAN 2%.

END PATHWAY

6

6

6
6

2' WIDE STONE SHOULDER (6" #53 STONE)
@ 1/2" PER FOOT SLOPE

3"
4" No. 2 Compacted Stone

Modified Subgrade

MOUNDING MOUNDING
MOUNDING

MOUNDING
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NOTE: FOR SANITARY GENERAL
NOTES & LEGEND SEE C300.

00 50' 100'

CONNECT SANITARY SEWER TO
EXISTING SANITARY MANHOLE HERE;
(SEE SEWER CONNECTION NOTE)

CONNECT SANITARY SEWER TO
EXISTING SANITARY MANHOLE HERE;
(SEE SEWER CONNECTION NOTE)

SANITARY LATERAL TO
EXISTING PROPERTY TO
THE WEST; SEE SANITARY
PLAN AND PROFILE FOR
ADDITIONAL INFO.

*********CAUTION**************
STORM SEWER CROSSING;
SEE STORM AND SANITARY
PLAN AND PROFILE SHEETS
*************************************

TYPE II
CLEANOUTS

STUB 40 LF. OF 6" PVC
LATERAL TO WEST PROPERTY
LINE; CAP, SEAL AND MARK
END OF LINE

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION

220'
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NOTE: FOR SANITARY GENERAL
NOTES & LEGEND SEE C300.

SANITARY SEWER LEGEND

S
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ST

SANITARY SEWER

SANITARY MH

SANITARY STRUCTURE NO.

SANITARY LATERAL

EXISTING SANITARY SEWER

EXISTING STORM SEWER

10

PROPOSED STORM SEWER

SANITARY SEWER GENERAL NOTE:
1. All sewers, manholes and castings shall be per the Town of McCordsville Sanitary District.

2. It shall be the contractors responsibility to field verify all utility locations before
any construction begins.

3. All construction activity on this site are to be performed in compliance with
OSHA standards.

4. Wye and laterals are stationed off of the street centerline stationing.

5. All wye connections shall have a minimum of 5' extension connected to the wye,
or laterals to the opposite side of the roadway shall be extended to the utility and
drainage easement of the lot.  The end of the laterals shall be plugged or capped
with a above ground marker at the terminus of the lateral.

6. Laterals to the opposite side of the roadway shall be extended to the utility and
drainage easement of the lot.

7. All sanitary sewer laterals that cross the street must be backfilled with full depth
granular backfill.

8. There is to be a minimum of 10 feet horizontal separation and 18 inches vertical
separation between the sanitary sewer and the water line.

9. Any sanitary sewer and storm sewer crossings with less than 2 feet of vertical
separation shall be concrete encased.

10. All sanitary sewer mains 15 feet and deeper use SDR 26 pipe.  All other sanitary
sewer mains use SDR 35 pipe.

00 50' 100'

PROPOSED WATER MAIN

CONNECT SANITARY SEWER TO EXISTING SANITARY
MANHOLE HERE;  (SEE SEWER CONNECTION NOTE)

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION
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CRADLE
REQUIRED
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SANITARY SEWER LEGEND
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SANITARY SEWER

SANITARY MH

SANITARY STRUCTURE NO.

SANITARY LATERAL

EXISTING SANITARY SEWER

EXISTING STORM SEWER

10

NOTE: FOR SANITARY GENERAL
NOTES SEE SHEET C301.

PROPOSED STORM SEWER

SEE TOP OF THIS
SHEET FOR PROFILE

SANITARY LATERAL TO
EXISTING PROPERTY TO
THE WEST; SEE SHEET
C300 FOR ADDITIONAL
INFO.

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION

CONNECT SANITARY SEWER STUB TO
EXISTING SANITARY MANHOLE HERE;
(SEE SEWER CONNECTION NOTE)

220' LF. OF SEWER LATERAL TO EXISTING
HOUSE WITH 2 CLEANOUTS (As Shown)

*************CAUTION***************
STORM SEWER CROSSING
STORM INV.:   848.27
BOTTOM STORM PIPE:  847.94
TOP SAN. LAT.:  847.10
6" SANITARY LAT INV.:  846.60
(CONCRETE CRADLE REQUIRED)

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION

WEST
PROPERTY
LINE

STUB 40 LF. OF 6" PVC TO THE
PROPERTY LINE; CAP, SEAL,
AND MARK

STUB 40' LF. OF 6" PVC SEWER LATERAL TO
EXISTING PROPERTY LINE; CAP, SEAL, AND MARK

107' 20'
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NOTE: FOR SANITARY GENERAL
NOTES SEE SHEET C301.

SANITARY SEWER LEGEND
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SANITARY SEWER

SANITARY MH

SANITARY STRUCTURE NO.

SANITARY LATERAL

EXISTING SANITARY SEWER

EXISTING STORM SEWER

10

PROPOSED STORM SEWER

CONNECT SANITARY SEWER STUB TO
EXISTING SANITARY MANHOLE HERE;
(SEE SEWER CONNECTION NOTE)

CONNECT SANITARY SEWER STUB TO
EXISTING SANITARY MANHOLE HERE;
(SEE SEWER CONNECTION NOTE)

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION

STUB 10 LF OF 8" PVC; CAP,
SEAL, AND MARK FUTURE
SANITARY CONNECTION
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EXISTING
POND #1

STORM SEWER LEGEND

S

STORM SEWER

SANITARY SEWER

WATER LINE

STORM MANHOLE

STORM INLETS

CURB INLET

END SECTION

NOTE TO CONTRACTOR:  ANY TREE
REMOVAL SHALL BE APPROVED BY
DEVELOPER PRIOR TO CONSTRUCTION.

STORM SEWER GENERAL NOTES
1. All storm sewer construction shall be per Town of

McCordsville Details and Specifications.

2. It shall be the Contractor's responsibility to field verify
the location of all utilities before construction begins.

3. All construction activity on this site to be performed in
compliance with applicable O.S.H.A. Standards

4. All storm sewer castings shall be per Town of McCordsville
details and specifications.

5. End sections shall be RCP with toe anchors.

6. Backfill required for all street crossings.

7. In any area of construction where field tiles cross the
proposed house pad, tiles shall be removed and backfilled.
All field tiles intercepted shall be perpetuated into the
storm sewer system or lakes.  The Contractor shall notify
the Engineer and Owner in any circumstance where this
cannot be accomplished.

8. There shall be a minimum of 10 feet horizontal separation and
18 inches vertical separation between the sanitary sewer and
water lines.

9. Any sanitary sewer and storm sewer crossings with less than 2 feet
of vertical separation shall be concrete encased.

SANITARY LATERAL CROSSING
(SEE ALSO SANITARY P/P)
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CONNECT TO EXISTING
STORM STUBS; CONTRACTOR
TO VERIFY ELEVATIONS PRIOR
TO CONSTRUCTION;
(SEE CONNECTION NOTE)

CONNECT TO EXISTING
STORM STUBS; CONTRACTOR
TO VERIFY ELEVATIONS PRIOR
TO CONSTRUCTION;
(SEE CONNECTION NOTE)

CONNECT TO EXISTING
STORM STUBS; CONTRACTOR
TO VERIFY ELEVATIONS PRIOR
TO CONSTRUCTION;
(SEE CONNECTION NOTE)

CONNECTION NOTE: CONTRACTOR TO VERIFY
ELEVATION OF STUBBED LINES PRIOR TO
CONSTRUCTION AND CONTACT ENGINEER IF
SUBSTANTIALLY DIFFERENT THAN NOTED.
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STORM MANHOLE

STORM INLETS

CURB INLET

END SECTION

NOTE TO CONTRACTOR:  ANY TREE
REMOVAL SHALL BE APPROVED BY
DEVELOPER PRIOR TO CONSTRUCTION.

SEE SHEET C310 FOR STORM SEWER
NOTES.
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CONNECTION NOTE: CONTRACTOR TO VERIFY
ELEVATION OF STUBBED LINES PRIOR TO
CONSTRUCTION AND CONTACT ENGINEER IF
SUBSTANTIALLY DIFFERENT THAN NOTED.
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NOTE: UNTIL THESE WATER MAIN PLANS
CONTAIN THE CITIZENS ENERGY GROUP -
WATER DIVISION. APPROVAL STAMP WITH
SIGNATURE AND DATE AND THE BANNING
ENGINEERING PROJECT MANAGER'S
APPROVAL SIGNATURE AND DATE.

THEY ARE FOR REVIEW ONLY.

GENERAL NOTES:
1. CONTRACTOR MUST HAVE & FOLLOW CITIZENS ENERGY GROUP WATER

STANDARDS LATEST VERSION.
2. MINIMUM COVER OVER TOP OF ALL WATER MAINS TO BE 54" FROM

FINISH GRADE.
3. THERE IS TO BE A MINIMUM OF 10 FEET HORIZONTAL SEPARATION AND 18

INCHES VERTICAL SEPARATION BETWEEN THE SEWER AND WATER LINE.
4. SYMBOLS ARE LARGER THAN ACTUAL SIZE.
5. CONTRACTOR TO VERIFY LOCATION OF EXISTING WATER MAIN PRIOR TO

INSTALLATION.
6. CONTRACTOR TO VERIFY ALL LOCATION OF UTILITIES PRIOR TO

CONSTRUCTION.
7. IF WATER MAIN IS CONSTRUCTED, WITH OUT OFFICIAL CONSTRUCTION PLAN

SET, THE ENGINEER IS NOT HELD LIABLE FOR ANY ERRORS OF CONSTRUCTION.
(THE ENGINEER SHOULD NOT BE RESPONSIBLE FOR ANY ERRORS OF
CONSTRUCTION ANYWAY.)

8. WATER LINE EXTENSION SHALL BE CONSTRUCTED ACCORDING TO THE MOST
CURRENT STANDARDS OF CITIZENS WATER HAS ADOPTED AT TIME OF
CONSTRUCTION.  THE CONTRACTOR SHALL ALSO COORDINATE ALL WORK
WITH THE CITIZENS COMPANY INSPECTOR.

9. CONTRACTOR TO VERIFY LOCATION OF EXISTING SANITARY SEWER AND
 LATERALS PRIOR TO CONSTRUCTION.
10. MINIMUM VERTICAL SPACING BETWEEN WATER MAIN AND STORM SEWERS

AT CROSSINGS TO BE 18" MINIMUM.  SEE STORM SEWER PLAN AND
PROFILES FOR LOCATIONS.

11. STANDARD PRACTICE "O" INSTALLATION OF RESTRAINTS MUST BE FOLLOWED
DURING CONSTRUCTION OF WATER MAIN.  CONSULT WITH CEG INSPECTOR
WITH ANY QUESTIONS.

12. CONTRACTOR TO PAY CLOSE ATTENTION TO METER PIT AND SANITARY SEWER
MINIMUM HORIZONTAL AND VERTICAL SPACING.

30'
BC

-BC

54' R
/W

30'
BC-BC

54' R/W

8"
VALVE

PROJECT
MANAGER DATE:

OHU

T

W

G

THIS SHEET DESIGNED FOR CEG PURPOSES
ONLY.  ALL OTHER INFORMATION SHOWN IS
FOR REFERENCE ONLY AND NOT TO BE
UTILIZED FOR ANY CONSTRUCTION OTHER
THAN THAT OF THE WATER MAIN.

NOTE:  NO STREET ADDRESS  PROVIDED
BY THE TOWN AT TIME OF CONSTRUCTION
PLANS.

NOTE:  SEE SHEET C320 FOR LEGEND,
PROJECT LEGEND, NOTES, CROSSING
DETAIL, AND SECTION.
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SECTION 4
(UNDER CONSTR.)

SAW CUT EXISTING CR 650 NORTH;
REPAIR PAVEMENT TO TOWN OF
McCORDSVILLE's STANDARDS

CONNECT TO
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SEE SHEET C320 FOR CONTINUATION

THIS SHEET DESIGNED FOR CEG PURPOSES
ONLY.  ALL OTHER INFORMATION SHOWN IS
FOR REFERENCE ONLY AND NOT TO BE
UTILIZED FOR ANY CONSTRUCTION OTHER
THAN THAT OF THE WATER MAIN.

NOTE: UNTIL THESE WATER MAIN PLANS
CONTAIN THE CITIZENS ENERGY GROUP -
WATER DIVISION. APPROVAL STAMP WITH
SIGNATURE AND DATE AND THE BANNING
ENGINEERING PROJECT MANAGER'S
APPROVAL SIGNATURE AND DATE.

THEY ARE FOR REVIEW ONLY.

NOTE:  NO STREET ADDRESS  PROVIDED
BY THE TOWN AT TIME OF CONSTRUCTION
PLANS.

NOTE:  SEE SHEET C320 FOR LEGEND,
PROJECT LEGEND, NOTES, CROSSING
DETAIL, AND SECTION.

PROJECT
MANAGER DATE:

SAN. SEWER
4" CONC. WALK

1'

5'-0"

TYPICAL 54' R/W ROADWAY SECTION

Conc. roll curb & gutter
6'-0"

12'-0"

25'
2'-0"

6" Sub-surface drain
(Typical both sides of road)

NO SCALE

13'-0"

54'-0" R/W L

13'-0"

25'
2'-0"

WATER MAIN
SEE PLAN
FOR SIZE
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(TYP.)
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TEMPORARY FIRE
HYDRANT AND PLUG
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CITIZENS WATER PROJECT LEGEND

JOB# STREET NAME PIPE TYPE SIZE LFT

PVC

PROJECT NAME: WEAVER'S LANDING, SECTION 2
PROJECT NUMBER:   J-20-001
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733'

437'

2656'

Single Service Lines PE

1

3/4" 476'

BIRMINGHAM AVENUE
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NO SCALE

ALL JOINTS SHALL
BE MECHANICAL JOINTS
WITH MEGALUGS

INV. "D"

TOP OF
PIPE = "E"

PROPOSED
"F" WATER MAIN
(DUCTILE IRON)"B"   "C"

45° D.I.
BEND (TYP.
FOR 8")

PROPOSED
GRADE = "A" (2) 22 1/2° D.I.

BEND (TYP.
FOR 12")

5'-6' 5'-6'

"H" "H"

"G"

RESTRAINED
JOINT DUCTILE
IRON SLEEVE FOR
PVC MAIN PIPE
CONNECTION
(NOT REQ. FOR D.I.
MAIN)

RESTRAINED
JOINT DUCTILE
IRON SLEEVE FOR
PVC MAIN PIPE
CONNECTION
(NOT REQ. FOR D.I.
MAIN)
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"
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"

20' 20'

995'8"
2

PVCABERDEEN DRIVE
486'8"PVCNOTTINGHAM LANE

5'12"

PE 1" 857'Double Service Lines

CR 650 NORTH (65th STREET)
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CONNECT TO
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BEND

22.5°
BEND

22.5°
BEND

22.5°
BEND

8"
PLUG
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RELOCATE EXISTING
TEMPORARY FIRE
HYDRANT

EXISTING FIRE
HYDRANT (J-19-021)

LAREDO DRIVE
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CROSSING #5
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